
 

Corrigendum of the NIT-05/2024 for the work of “Renovation of SCID mice facility (1st Floor) and 

Transgenic mice facility (Ground Floor) in Animal House”. 

 

S. No. Description of work Unit Qty. Rate Amount 

A Air Conditioning System     

29 EXISTING FIRE CONVENTIONAL SYSTEM  

Smoke detector compatible with our existing fire 

panel, laying of armored cable and provision to link 

all the detectors with our existing panel and 

provision to make integrated with fire damper  

Make; Appolo 
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 Testing, Validation & SOP     

B Renovation of Clean Room Facility- Ground 
Floor Animal House. 

    

20 SITC of Repairing and calibration of existing 
BMS & Automation System at site including 
required sensors, spares and wiring complete as 
required. 
Make; Honeywell 
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